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7960 Lighting Retrofit
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Fixture shall be emergency fixture.  15 places

Replace two bulb 60W incandescents with single 23W compact fluorescent - 4 Places

Replace 100W incandescent with 23W compact fluorescent - 20 Places

Replace mechanical room lighting switch with electronic light switch timer.  1 place.
 

Existing switches for flourescents in bays shall remain to enable ventilation systems.
Remove flourescent lighting circuit from switch.  Circuit shall be normally off unswitched emergency lighting circuit.  
Update breaker schedule.   
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Indicates panel number.  Install  T5 or CFL fixture with local photocell to illuminate breaker panel and
electronic light switches for high bay fixtures.  4 places
   

T8 Space previously retrofitted to T8. 

Remove lamps, disconnect ballast.  Fixture abandoned in place.- 19 Places

Replace 250W HPS fixture with 4-lamp T5HO fixture - 33 Places

S4

Install switch box and electronic light switch timer for each high bay circuit and tie into circuit.  11 places.
   

Replace 4 ft. 2-lamp T-12 and magnetic ballast with 2-lamp T-8 and electronic ballast - 89 Places

Bulbs and ballast  have been removed, fixture to remain abandoned in place 


